Determination of the grouting anchor pullout force is a key step during the design of anchor-pull retaining wall, but it is mostly determined relied on empirical formula at present, and the rationality and the safety cannot be effectively guaranteed. Based on the engineering case of the gravity retaining wall of Qinglin Freeway, the model test was designed, and combined with the results of the ABAQUS finite element numerical analysis, it was analyzed that how the anchor axial pulling force distributes. The results showed that the force of the anchor near the wall bolt was large and which far from the wall was small and the ultimate pullout force was proportional to the length, diameter and shear strength. When the end tension of the anchor was small, the top load played a leading role on the anchor tension. This conclusion confirmed the calculation formula of ultimate pullout force was and provided a theoretical basis for anchor-pull retaining wall design and calculation.
Introduction
Because of the small quality of anchor-pull retaining wall (Ying et al., 2007; Ge & Zhu, 1999) , the anchor becomes the main bearing member, so how to calculate anchor pullout force (Liao et al., 2006 ) is a key problem in the engineering design. At present, most studies are on the influence of the anchor length to the anchor pullout, not considering other factors. Anchor pullout force is affected by the soil around anchor, bond material and its own factors. Present study is limited to single layer or single anchor, without considering the influence of anchors at other position. Based on the indoor model test (Zhang et al., 2011; Zhu & Luo, 2008) , using ABAQUS finite element numerical simulation, with the comprehensive analysis of the results of the experiment and numerical simulation, the ultimate pullout force is acquired in the interaction of double layer anchors, and the anchor pullout force along the length and the distributions of the lateral earth pressure was analyzed.
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The Design of Model Experiment
Design Principle
Model test is carried out in the model tank, which is made with four steel plates, three of which is fixed to the surface and one is free. The installation of the anchors is at the height of 80 cm and 130 cm of the steel plate. The model tank is filled with sand. The free wall tilts outward when the top was applied by load, which led anchor with pullout force. But the friction between anchor and soil can keep the balance. The change rules can be got by detecting the displacement, soil pressure of the free wall, and the anchor tension.
Model Design
The size of the model tank is 270 cm × 200 cm × 200 cm, which is made with four steel plates, three of which is fixed to the surface and one is free as shown in Figure 1 . The wall thickness is 2 cm. The installation of the anchors is at the height of 80cm and 130cm of the steel plate. The anchor diameter is 26 mm which is connected to the free wall with nut. Strain gauges were stuck on both sides of the anchor at the position of 20 cm, 60 cm, 100 cm, 140 cm, 180 cm, 220 cm. It was shown in Figure 2 . The anchor tension was got through monitoring the strain gauges by the static and dynamic test instrument. The model tank is filled with sand. Its maximum dry density is 1.75 g/cm 3 and the minimum dry density is 1.375 g/cm 3 . The friction angle is 40˚.
Loading Mode
When the soil reaches a predetermined height, a piece of steel plate was spread on the sand. Two jacks were used to load. The steel plate is used to change the concentrated load to be uniformly distributed load, which is used to simulate the subgrade and vehicle load. The upper loading was applied by 10 kN, 20 kN, 30 kN, 40 kN, 50 kN 60 kN five levels. When the upper load was 60 kN, the jack was also used to load at the end of the upper anchor by 10 kN, 20 kN, 30 kN, 40 kN, 50 kN five levels. The loading mode was shown in Figure 3 .
The Analysis of Experimental Data
The Axial Force of the Upper Anchor at Upper Loading
The following can be obtained based on Figure 4 : 1) Due to the increased upper loading, the lateral earth pressure of the retaining wall increased. The extroversion tendency of the retaining wall led to the bolt axial force increasing. So the axial force of the anchor's every position increased with the top load increasing.
2) Due to the friction between the soil and the retaining wall and the influence of uneven load distribution, the middle part of the axial force of the anchor is higher than the two ends. 3) Due to the cumulative effect of friction between anchor and soil along the length, so the axial force of the anchor showed that it is larger near wall and smaller far from the wall.
The Axial Force of the Upper Anchor at End Loading
The following can be obtained based on Figure 5: 1) 40 kN > 30 kN > 20 kN > 10 kN Along with the increase of end load, the anchor had the trend of moving outwards, then soil would provide greater friction, so the anchor axial stress increased.
2) 40 kN > 50 kN Under the top load of 60 kN, when the end tension of the anchor increased to 50 kN, the relative slip appeared between the anchor and soil, which caused the stress redistribution, so the ultimate pullout force was between 40 kN and 50 kN.
3) The force of 0.2 m > the force of 2.2 m The Anchor bearing the tension was realized by the mutual friction with soil. In the side, the axial force near the wall is large because the friction length is small. The axial force far from the wall is small because the friction length is large, which accords to the law.
4) The axial force at the middle of the anchor is very large. Due to the stiffness of the steel plate is not enough, so that the load is not evenly distributed, which resulted in the intermediate load at the middle position and caused the uneven settlement, so the soil arching effect appeared. The pressure of the middle position was large, so the axial force of the anchor is large at the middle.
Numerical Simulations
Model Establishment
The retaining wall model constructed by ABAQUS was shown in Figure 6 . The top of the retaining wall was applied uniformly distributed load, and the end loading was the same as model test.
The numerical model was the same size as the model test. The density of sand was 1750 kg/ m 3 . Young's modulus was 60 MPa. Poisson's ratio was 0.32. The friction angle was 40˚. Cohesion was 5 kPa. The density of the model tank and anchor was 7850 kg/m 3 . Young's modulus was 2.1 × 104 MPa. Poisson's ratio was 0.3. Sand was frictional contact with the model tank and anchor at the tangential. The coefficient of friction was 0.45. They were all isotropic.
The Axial Force of the Upper Anchor at Upper Loading
The result of numerical simulation at upper Loading was shown in Figure 7 and Figure 8 . The top load on the retaining wall is absolutely uniform, so the regularity of the axial force was better than the measured value. The axial force declined from near the wall to far from and the axial force of every position increased with the top load increasing. It was in good agreement at the numerical size and general regularity with the measured values. 
The Axial Force of the Upper Anchor at End Loading
The result was shown in Figure 9 . The pull force of the upper anchor is linear distribution under different load.
With the increase of total friction, the pull force decreases gradually. Because the medium is homogeneous, so reducing is uniformly distributed.
Special instructions: The numerical simulation and curve at 50 kN is not at 50 kN actually. The anchor is critical to failure at the moment, which is the ultimate pullout state.
Comparative analysis:
The anchor tension value obtained from the numerical analysis is large near the wall and it is small far from the wall. It is almost linear distribution. That is because with the increase of total friction, the pull force decreases Figure 9 . The average pull force of numerical simulation of the upper anchor gradually. It is the same as the theoretical calculation. But there is great difference between the numerical value and bolt measured value. But from the overall distribution, they are large near the wall and small far from the wall. It is also consistent in magnitude.
From the measured data, when the end tension of the anchor increased to 50 kN, the anchor tension force is less than 40 kN, so the ultimate pullout force is between 40 kN and 50 kN.
Conclusions
1) The grouting anchor pullout force is 46.21 kN in numerical simulation.
2) The calculation formula of ultimate pullout force: 3) But in case of many anchors, because of the influence of anchor group, calculation formula of ultimate pullout force will no longer apply. The ultimate pullout force need to be multiplied by a coefficient meet the requirements at this time.
4) Studies on the effects of anchor groups are mostly based on empirical and semi empirical analysis, and there is no substantive breakthrough in theory. Anchor group effect is similar to pile group effect, but now they are still studied separately, and the effect of interaction between pile and anchor does not be taken into account, which needs to be further studied.
